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   Town of Arborg Verification of ABB flow meter at water treatment plant


 











Keywin was asked to visit the town’s water treatment plant to verify that an ABB flow meter was recording the accurate flow on the three inch treated distribution line. 


On Wednesday April 9 2008 a representative of Keywin Industries Mr. Kim Griffith arrived at the plant at 8:00 am to begin the verification of the treated water line flow rate. An ultrasonic transit time clamp on flow meter was installed on the 3 inch distribution line just before the ABB meter. The application information was entered into the meter and a flow signal was immediately detected. The flow signal was reading 275 -320 liters per min. This flow rate was compared to the ABB meter on line and it was confirmed that the flow rates were the same or very close in range. The flow rate on the clamp on meter was compared to the flow rate on the control panel it was confirmed that the control panel was reading up to 40 liters per minute higher then the flow rate recorder on the ABB and clamp on meters.





Marcel, the plant operator was on site to verify the information with Kim Griffith





      











        











We’re on the Web!


See us at: Web site address
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